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KSC SAFETY VARIANCE RE Q UEST NASA Control Number i
KSC- 2007 -0023 1

1. Date of Request 2. Duration (Not to Exceed 1 Year) 3. Variance Type (Circle One) j

08/01/2007 From: 08/3/07 To:08/2/08 (:E~~~~ Waiver

4. Requesting Organization (Enter Company Name) 5. Location of Variance KSC, LC-39
United Space Alliance
6. Document and Section (Unmet Requirement) 7. NASA Program (Select One)
KNPR 8715.3 (C-1) Attachment E, section 16.0 ~ Shuttle D Payloads D ELV D SE&T

D Institutional D Space Station D Other

8. Specify Mission Number: N/A 10. Safety Program (Select One)
D Explosives, Propellants & Pyrotechnics

9. Specify Mission/Project Name: PV/S Re-certification D Lifting Devices & Equipment
for Launch Landing Systems D Lightning & Grounding

11. Will this activity expose NASA Personnel to ~ Pressure Vessels/Systems (PV/S)
Hazardous conditions? If YES, contact AFGE D N/ A
Local 513. D Yes ~ No

12. Is Procedural Change Required? 13. Specify Procedure
DYes ~ No

14. What is the specific requirement(s), which cannot be met (including document and section reference)?
The following NASA STD requirement is being waived as a direct result of being specifically referenced in the
KNPR 8715.3 requirement.

NASA STD 8719.17
4.11 Certification and Recertification Process

4.11.2.3 PV /S shall be recertified on or before one-half the documented initial service life
or one half the recertified remaining life.

KNPR 8715.3 (C-1) Attachment E, section 16.0 references the above requirement:
b. Recertification:
(1) Recertification is the procedure by which previously certified vessels or systems are recertified for
use at a designated pressure through appropriate tests, inspections, examinations, and documentation.
Reference NASA-STD-8719.17 for full details concerning the recertification process for in service
pressure vessels and systems.

PV/S must be recertified at or before 20 yrs (1/2 of the 40 yr max certified life). PV/S Re-certification is the
procedure by which previously certified vessels/systems are recertified for use, at a designated pressure, through
the KSC PV /S inspection program. LC-39 has numerous systems that require recertification in the 2007/2008
timeframe (ref attached list). The last 20-year recertification for these systems was 1987/1988.
15. What is the rationale for not meeting the requirement( s), what other options were considered, and what was
the rationale used to disposition/discard these options?
The time it took get the resources, with the skills required to complete the recertification task, on board (and up
and running) exceeded the original schedule estimates. Alternate options were limited by the skills required to
do the task and the schedule to complete the task.

16. Have any design features or procedural controls been eliminated or compromised which would affect the
safe operation of the system/operation? None.
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17. What additional measures or controls have been taken to minimize risk to personnel, facilities or flight
hardware, thus ensuring a safe operation in lieu of the requirement? To minimize the risk to personnel, facilities
or flight hardware NASA PSM has requested USA operation engineering complete an independent system
safety walkdown checklist (Reference attachments, for Template) to identify any possible safety issues prior to
re-certification. System Design Safety factors and overpressure protections devices are maintained at an
operational and safe state at all times, regardless of the expiring re-certification date. In-service Inspections for
the systems are current, which verify system integrity and safety. The system safety walkdowns were used to
validate Pad-A and MLP-l pressure systems readiness, and will be used to validate the remaining systems, prior
to full PV /S recertification.

18. How has the number of people exposed to the potential hazard been minimized?
Each system will submit a walkdown checklist verifying their system is safe for operation. Any system with an
identified, personnel safety issue will be locked-out and the area secured until remedial action can take place.

19. How has the amount of hardware exposed to the hazard been minimized?
Each system will submit a walkdown checklist verifying their system is safe for operation.

20. What are the risks associated with failure to meet the requirement(s)? What are the risks associated with I
not approving this variance (i.e., is there an increased risk if the requirement must be met)? Because systems
are inspected on a regular basis, (in-service inspection and regular preventive maintenance) there is minimal risk
(Ref Risk Matrix) associated with a delay in re-certification. If the variance is not approved the systems will
have to be tagged out until completion of re-certification. All operational systems utilizing the pressure
vessels/systems would have to stop further activity.
21. What is the likelihood of occurrence of a mishap with the identified controls in-place, and what are the
consequences should the controls fail or a mishap occur? The Likelihood of a system failing due to an expired
re-certification is low. Additional system safety walkdowns and normal periodic preventative maintenance
procedures reduce the likelihood of system failure. The consequences of a credible failure of a pressure vessel
and/or system could result in damage to ground and/or flight hardware or could lead to injury to personnel.
Multiple failures would have to occur to exceed the system's inherit design safety features (Pressure relief
valves, safety factors, etc,).

22. What is the plan for ensuring future compliance or partial compliance, thereby eliminating the need for I
future variances? The systems are currently in the process of recertification. Systems are currently being
inspected, non-conformances identified and dispositioned to closure. All certifications will be completed by
end of this variance duration.

23. Comments and/or Rationale for Disapproval:
NASA KSC S&MA Comment:

NASA STD 8719.17 is not levied in total on the Space Program Operations Contract (SPOC). However, KNPR
8715.3 Attachment E Section 16 references NASA STD 8719.17 section 4.11, requiring "half-life
recertification" of pressure vessels/systems. Since the KNPR is a flow down of an agency requirement, we
require a briefing to the Center Director and his approval.

(
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ORGANIZATION Approval Level (Circle One) SIGNATURE/DATE MAIL CODE PHONE
24. Initiator Approval es No N/ A

(),S.t: -75"'0 /- '1..'.25""4.-
GO Engr Dir Approval

J~ 3"'-, 7
PV IS Rep Approval I -.:r z.. b tf

Dir, GSS Approval I IrJJ / ,.., r£'-'>p..- O/~ -~ST
Eng Tech Mgr, LO Approval ~~"lo\£~ \,-~~

Int. and Test Ops, Mgr Approval .r.
.(' US J( -~ (7 l -7 b'Yc;'

Safety Operations Approval , I 1/
I 5u..St. --t¥ 3

Safety and Health Approval I J S U _ /111 FL, Mgr L1 1\' Id-

S&MA Mgr Approval List -2'1 (

Other (~tional) ~ Approval\J~A <:.,,~ ~
25. NASAIKSC c f

System Engineer Concurrence-
Mechanical Div Chief Concurren

Fluids/Liquid Prop Div Concurrence
Chief
Pressure System Mgr Concurrence

S&MA Div Chief Concurrence

Chair, Ground Risk Concurrence
7 2Review Panel (GRRP) -"2.' i

Other (Optional) Concurren

26. Project Director Acceptance -'.fi1tfi3

27. Director of S&MA Concurren 1- 7.3 9 0

28 Center Director Acceptance 7- 53'3
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Number

CONTINUAllON SHEET KSC- 2007 -0023

29. Requestor (NameJOrg Code/PbmJe No) 30. Date of Request 31.
Ted Adams/USA 0355110/1-9254 08/0112007 Page _4- of

32. Risk Matrix

5 X 5 Risk Matrix

.,).",,"
Very Likely 5 ~" ,qrjti?a,ftty "~%~i;~!
H.ig h 4 i~' "! -,'", ~~,::i~

'" ii1!'\J

Moderate : IfiiJ1L

Low
Very Low '( X Risk (in fu~l compliance;

no vanance)
1 2 3 4 5

Very low low Modef'ate High Very High y Risk (variance approved)

33. Additional infonnation provided for Block Number 32, Risk Matri~ Date: 07/31/2007

Risk assessment is based on a failure of a system d11e to expiration of re-certification.

The Likelihood of a system failing due to 1m expired re.-certincmfiu is. very low. System safety
walkdowns, normal PV IS in-service inspections and noImal system periodic preventative maintenance
procedmes have reduced the likelihood of a system failure. Systems with rompleted pre-certification
safety-walkdowns have been identified 00 the attachal p~me system list (identified as SWC in the
system field); others will be tracked separately..

The Consequence of a system failing due to an expired Ie-certification IS' Moderate. System Design
Safety factors and ove:rpressure protectl<ms devices are mmntai:r1ed at an Opetrational. and safe state at all
times, regardl~ of expiring re-certification date.
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Attachments
Ct R t L ."'er epor ocatlon System

\Expiration Number
Date

.I 04-08-0.7 CL-1792D-O252 99.03 7-563 LD CLNG REDUC PANEL SN23, CRCA K7-563 (SWC)
1 04-24-07 CL-1792D-OI09 06.00 7-337 T H2 VENT~ACC ARM, LC-39B
i 04-24-07 CL-1792D-OII0 06.01 7-337 OAORBITER ACCESS ARM, LC-39B

05-01-07 CL-1792D-OI06 72.30 6~94 MONIASERVICING STATION, OPF
i. 05-08-07 CL-1792D-O112 06..02 7-337 T GOX VENT ARM SYSTEM, LC-39B
1 05-08-07 CL-1792D-O113 06..05 8-1708 OAHYD..SUP. rn~ SYS., LC-39A (SWC)

05-15-07 CL-1792D-O143 99...19 7-516 NTERIM TEST PANEL, CRCA K7-5..16 (SWC)
05-15-07 CL-1792D-O147 99.14 7-516 RO PANEL & TEST BENCH, CRCA K7-516 (SWC)
05-15-07 CL-1792D-O274 99.18 7-516 OW PRES TST CELL CONSOLE,CRCA K7-516 (SWC)
05-15-07 CL-1792D-O275 99.20 7-516 ORTP~S..RED PANEL SN03,CRCA K7-516 (SWC)
05-15-07 CL-1792D-O276 99..16 7-516 P~S..TSTCELLCONSOLE,CRCAK7-516 (SWC)
05-15-07 CL-1792D-O278 99.25 7-516 ~S.~DUCING PANEL SNI4, CRCA K7-516 (SWC)

1. 05-15-07 CL-1792D-O27999..27 7-516 ~S..~DUCINGPANEL SNi6,~CAK7-516 (SWC)
j 05-15-07 CL-1792D-O280 99..28 7-516 RES..~DUCINGP~LSNI7,~CAK7-5..16(SWC)
i 05-15-07 CL-1792D-O282 99.12 7-516 AS MIXING PANEL, CRCA K7-516 (SWC)
1 05:15-07 CL-1792D-O283 99.21 7-516 RES. REDUCING PANELSN04, CRCA K7-516 (SWC)
i -CL-1792D-O284 99.22 7-516 RES. REDUCING PANEL SN05, CRCA K7-516 (SWC)

CL-1792D-O285 99.23 7-516 GULATORPANELSN07,CRCAK7-516 (SWC)
CL-1792D-O286 99.24 7-516 GULATOR PANEL SN09, CRCA K7-516 (SWC)
CL-1792D-O322 00.01 7-516 GULATING PANEL SNI5, CRCA K7-516 (SWC)
CL-1792D-O123 99.05 7-516 AIR SAMPLING PURGE PANEL, CRCA K7-516 (SWC)
CL-1792D-O129 11.00 7-337 CSSLO2/GO2 SYSTEM,LC-39B
CL-1792D-O124 99.06 7-516 HE SAMPLING PURGE PANEL, CRCA K7-516 (SW<;)
CL-1792D-O125 99.07 7-516 N2 SAMPLINGP~GEPANEL,CRCA K7-516 (SWC)
CL-1792D-O126 99.08 7-516 2 SAMPLING PURGE PANEL, CRCAK7-516 (SW(~)
CL-1792D-O132 35.00 6~48 CLSS FREON COOL~ SYS..,VAB
CL-1792~..133 60..00 6~94 CLSSF~ONCOOL~SYS..,OPF
CL-1792D-O212 72.33 6~94 CLSSLEAKCHEC~.v~-OPF
CL-1792D-O..134 ..18..00 8-1708 CLSSF~ONCOOL~SYS..,PAD39-A (SWC)
CL-1792D-O137 18.00 7-337 CLSS FREON COOLANTSYS..,LC-39B

, CL-1792D-O138 18.00 6-546 CLSS FREONCOOLANTSYS.., MLP-l (SWC)
i 06-05-07 CL-1792D-O139 18.00 6-546 CLSS FREON COOLANTSYS. , MLP-2

06-05-07 CL-1792D-O144 72.82 6~94 YD SUPPORT SYS. PORTABLE, MLP/OPF (SWC)
06-08-07 CL-1792D-O251 99.02 7-563 LD CLNG REDUC PANEL SN22,CRCA K7-563 (SWC)
06-09-07 CL-1792D-O250 99..01 7-563 LD CLNG REDUC PANELSN21, CRCA K7-563 (SWC)
06-12-07 CL-1792D-O243 15.55 6-743 RM TRANSPORTER, #2 (SWC)
06-16-07 CL-1792D-O253 99.04 7-563 LD CLNG REDUCPANEL SN24,CRCAK7-563 (SWC)
06-17-07 CL-1792D-Olll 06.05 7-337 OAHYD. SUP. CHAR. SYS.., LC-39B

L 06-23-07 CL-1792D-OI07 59.00 _6~94 CLSSGO2/GN2SYSTEM,OPF 1& 2
1 06-23-07 CL-1792D-O114 17.00 8-1708 CLSS GO2/GN2 SYSTEM, LC-39A (SWC)
'06-29-07 CL-1792D-O256 99..1..17-516 AIR PRES. REDUCING PANEL, CRCA K7-516, ROOM 118 (SWC)

CL-1792D-O239 99.48 6~48 RB SEGMENT LIFT BEAM, V AB
CL-1792D-O..184 28..01 6~48 LP/SRB HOLDDOWN POST HYD, V AB
CL-1792D-O222 72.62 6-2377 LF LAND GEAR HYD. SERV., V AB, MBMR
CL-1792D-O156 06..00 8-1708 TGH2 VENTARM~. SYS. LC-39A (SWC)
CL-1792D-O157 06.01 8-1708 RBITER ACCESSARMHYD~, LC::39A(SWC)
CL-1792D-O158 06.02 8-1.708 T GOXVENT~~YSTEM,LC-39A(SW()
CL-1792D-O155 04.00 7-337 NVIR.CONTR SYS. PURGING, LC-39B
CL-1792D-O117 31.00 6~48 PSVAALH2SYSTEM,VAB
CL-1792D-O141 11.00 K6-546 CSSLO2/GO2,MLP-2
CL-1.792D-O198 61.00 K6~94 SME GHE/GN2 GRND SUPPORT, OPF-l &2

07-1.3-07 CL-1.792D-O215 72.39 6~94 YD. WATER SPRAY BOILER,pPF
07-15-07 CL-1792D-O238 287.00 6~94 RB. MAIN ACCESS PLATFORM,OPF
07-22-07 CL-1792D-O154 04.00 8-1.708 NVIR.CO~SYS.PURGING,LC-39A (SWC)
07-22-07 CL.::1792D-O229 1.60.50 ~-O08 HE AMBIENT BpTTLE FILLSYS, SLF

-CL-1792D-OI05 11.00 8-1708 CSSLO21.~2SYSTEM,LC 39A(SWC)
CL-1792D-O1.1.5 17..00 7-33.'. CLSS GO2/GN2 SYSTEM, LC-39B
CL-1.792D-O161 07.00 8-1708 ACILITY WATER GN2 CNTRLS,PAD & MLP-1.
CL-1. 792D-O1. 62 07.00 7-337 ACILITY WATER GN2 CNTRLS, LC-39B, MLP'S 2,..'4
CL-1.792D-O)02 10.00 6-546 CSSGH2SUB-SYSTEM,MLP-1.(SWC)
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L <:,ert. Report B~se Location System
iExplratlon Number Lme
i Date
.I 08-05~7 ~ CL-IJ92D~142 ul0.00 K6-546 CSSLH2/GH2,MLP-2
1. 08-05~7 CL-1792D~233 34.00 :!8-1708 IID-BODYUMBILICALUNIT,LC-39A (SWC)
i 08~8~7 CL-1792D~263 99.13 ~-516 ..YD.TESTFACILITY,CRCAK7-563(SWC)
L. 08-08~7 CL-J792D~277 00.01 ~-5J6 LOW TSTCNSOLE/PRES.. REG,CRCAK7~5J6 (SWL)
i 08-11~7 CL-1792D~221 72,61 LF .CLSSFREON COOLANT SYS.., SLF
I. 08-12~7 CL~J792D~234 34..00 7-337 ~D-BODYUMBILICAL UNIT, LC-39B
I 08-13~7 CL-1792D~226 72.83 6-546 JMETRICKLE PURGE, MLP-l
i 08-18~7 CL-J792D~204 72.12 8-1708 ~~~ WATER SPRAY BOILER, LC39A
L 08-18~7 ~CL-1792D~205 72.12 7-337 :lYD,WATERSP~YBOILE~LC-39B
I 08-18~7 CL-J792D~225 72.80 6-546 RB ~~NESERVICE SYS, MLP-l
i 08-18~7 CL-1792D~240 02.00 6-546 SME ACCESS PLATFORMS,MLP-l
i. 08-18~7 CL-1792D~241 1.."02.00 6-546 SME ACCESS PLATFORMS,MLP-2
I 08-19~7 CL-1792D~103 11.00 LP-l CSSGO2SUB-SYS~M,MLP-l (SWC}
I 08-19~7 CL-1792D~160 ~72,61 FRF CLSS FREON COOLANT SYS.. , DFRF

08-19~7 CL-1792D~236 252.00 7-337 LHANDLINGEQUIPMENT,LC-39B
l 08-20~7 CL-1792D~220 ~72.43 K6-894 CLSS FLIGHT FREON 21 SYS,OPF-l&2
i 08-2J~7 CL-1792D~193 ~3.00 ~-894 CSSLH2/GH2, OPF-l &2
1. 08-22~7 CL-IJ92D~235 252..00 8-1708 L HANDLING EQUIPHYD/GN2, LC39A
L 08-24~7 CL-J792D~178 20.00 ~6-546 SM¥ GRND SUPPORTGN2/G~,MLP-l
~08-30~7 CL-J792D~J76 ~)6.00 ~-546 ~HYDRAULIC SUPP. SYS.. , MLP-l
1. 08-30~7 CL-1792D~2443J.00 ~6~546 1!~RAULICANDPNEUMAnC,CRAWLER ~S#J

08-30~7 CL-1792D~245 31.01 ~-546 YDRAULICANDPNEUMAnC,CRAWLER~S#2
08-31~7 CL-1792D~203 72.11 7-337 ABIN INTEGRITY CHECKOUT,LC-39B

j 08-31~7 CL-1792D~224 72.80 ~-546 RBHYDRAZINESERVICES¥S,MLP-2
i. 09~1~7 CL-1792D~185 29.00 ~6-848 TEMONITORPANEbYABIMLP 1&2
i 09~1~7 SCL-1792D~202 72.11 8-J708 ABININTEGRITYCHECKOUT,LC-39A~ERPADA)
i. 09~1~7 ~CL-1792D~230 162..00 ~8-1708 ~RBSIDEFLAMEDEFLECTO~LC39A
! 09~1~7 CL-1792D~231 162..00 ~-337 ~RB SIDE FLAMEDEFLECTO~ LC-39B
i 09~2~7 CL-1792..D~173 ~J3..00 ~-1708 ~YPERG9LOXIDIZER SYSTEM, LC~39A
1.°9~2~7 CL-1792D~186 ~3.00 ~6-848 ~TCELLCHECKOUTSYSTEM,VAB
i 09~3~7 CL-1792D~2JO 72,3J ~6-894 ~CLSSCOOLANTWATERSERV.,OPF-l&2

09-03~7 CL-1792D~218 72..83 ~6-546 ME TRICKLE PURGE, MLP-2
09~4-07 CL-1792D~177 16.00 6-546 RB HYDRAULIC SUPP, SYS. ,MLP-2
09~9~7 ~CL-1792D~246 701,JJ 6-848 T/SRBMAnNG&INST..KIT, VAB
09-14~7 ~CL-1792D~296 63.10 7-516 ~ K-BOTTLE/MANIFOLDSYS, WILTECHFACILITY K7-5J6

L 09~14~7 ~~L-1792D~298 63..10 7-5J6 H2/GN2 K-BT~ANFOLD SYS,~LTECHFACILITY K7-5J6
1..09-15~7~CL-J.792D~175 015.00 6-546 ~ITERH~RAULICSUPPORT,MLP-2
1. 09-J5~7 CL-J792D~259 I/J5..00 6-546 RBITER H~RAULICSUPPORT, MLP-l

09-16~7 CL-1792..D~179 1/20.00 6-546 SM¥ GRNDSUPPORTGN2/GHE, MLP-2
I. 09-18~7 CL-1792..D~297 63,10 7-516 HEK-BOTTLE/MANIFOLD SYS,WILTECH FACILITY K7-516
L 09-22~7 CL-1792..D~159 J60.50 LS#J MBIENT BTLFILL SYS.. GHE, SLSl,DFRF, EDWARDS AF
I 09-22~.7. CL-1792..D~J67 1/09.00 ~-546 PS LO2 SYST~M,MLP-l
i 09-22~7 CL-1792D~168 u09.00 6-546 PSLO2 SYSTEM, MLP-2
i 09-22~7 CL-1792..D~170 u09.00 ~7-182 ~SLO2SYSTEM,LC-39B

09-22~7 (SCL-1792D~281 U72.41 ~-894m-BAY 1 "YD~INESERVICINGSYS"OPF
09-24~.7 \.SCL-1792D~J74 u13.00 f!7-337 ~ERG9LO~DIZERSYSTEM,LC-39B
09-25~7 CL-1792D~169 09.00 ~J503 PS LO2 SYSTEM, LC-39A
09-28~7 CL-1792D~217 72.03 LS #1 ~XIDIZER DESERVICINGSYS. DFRF
09-30~7 CL-J792D~I00 )0.00 8-1708 ~SSLH2/GH2 SYSTEM, LC39A

! 09-30~7 CL-1792D~131 01.00 8-1708 ACILITY GN2 SYSTEM,LC-39A
i 09-30~7 CL-1792D~136 72..79 6-546 ACILITYGN2SYSTEM,MLP-J
i 09-30~7 ~CL-1792D~150 02.00 8-1708 ACILITYGHESYSTEM,LC-39A
L 09-30~7 CL-J792D~195 55,00 6-894 ~RBITER H~~ULIC SUPPORT, OPF
i 10~9~7 CL-1792D~130 10.00 7-337 CSSLH2/GH2 SYSTEM,LC-39B
j 10-09~7 cL~1792D~709 72.14 8-1708 ~~ HYDRA. SERVo & STOR" LC-39A&B
L 10-14~7 CL-1792D~299 99.29 7-516 IELDCLNGPNEUTESTPANL,CRCAK7-516
j 10-16~7 CL-1792D~152 03.00 8-1462 ~H2/GO2 STORAGE AND DISTRIB~ONSYSTEM, LC-39A
i 10-J6~7 CL-1792D~153 03.00 7-337 ~H2/GO2 STORAGE AND DISTRIBunON SYSTEM, LC-39B
i 10-J9~7 K: CL-1792D~237 254.00 8-J708 ENG..TRNS.PLTFRMBRAKE SYS, LC39A
1. 10-21~7 J',.:iCL-1792D~119 01.50 6-546 GN2/GHE/AIRPL PURGE SYS..MLP-l
L 10-21~7 ~CL-1792D~120 01.50 ~6-546 GN2/GHEfAIRPL PURGESYS..MLP-2
j J0-21~7 ~CL-1792D~135 72.79 ~6-546 FACILITYGN2SYSTEM,MLP-2
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! Cert Report Base Location f ~ System ~

:Expiration Number Line, ,..
I D tr a e ~ ,..,.. ~
! 10-23~7 ~ CL-1792D~J71 ~12.00 8-1708 YPERGOL FUEL SYSTEM MMH, LC-39A
j )0-23~7~ CL-1792D~J72 ~12.00 7-337 IYPERGOL FUEL SYSTEM MMH, LC-39B
..JO-23~7 ~ CL-1792D~180 ~25.00 7-853 AClLITY GN2m PRESSURE, v Mill PRES GAS STG
J 10-23~7 CL-J792D~181 ~26.00 7-853 ACILITY GHE HI PREssURE, vAAm PRES GAS STG
.I 10-23~7 CL-1792D~196 ~6.00 6-894 YPERGOLMMHSAFING, OPF-l & 2
i 10-23~7 CL-1792D~206 U72,13 8-J708 U HYDRA?;J;NE SERVICING, LC39A
i 10-23~7 CL-1792D~207 U72.13 7-337 U HYDRAZINE SERVICING LC-39B,I. 10-28~7 CL-1792D~163 u08.00 6-546 PS LH2 SYSTEM,MLP~l
1 10-28~7 CL-1792D~164 008.00 6-546 PSLH2 SYSTEM, MLP-2
I. 0-28~7 ~CL-J792D~165 U08.00 8-1708 PSLH2SYSTEM,LC-39A
! J0-28~7 ~CL-1792D~I66 08,00 7-337 ~SLH2SYSTEM, LC-398
! 10-28~7 ~~L-1792D~187 40.00 ~7-14JO, M7-961, M7-12J2 AClLJ{IY GN2 SYSTEM,HMF
.: 10-28~7 ~CL-J792D~J88 41.00 7-1410,M7-961,M7-1212 AClLITYG~SYSTEM,~
.I. 10-28~7 CL-1792D~6J9 08.00 LP-3 ~SLH2SYSTEM,MLP-3
i 10-30~7 CL-1792D~189 42.00 7-961 ~SFUELSERV.SYS-L.H,WESTTESTCELLHMFM7-9
.I JO-30~7 CL-1792D~227 72.02 LS #1 UELpESERVICING SYSTEM, DFRF
1 10-30~7 CL-1792D~300 44.00 7-96J \PSMMH SERVICINGSYS.RH, HMF
.: 11~3~7 ~ CL-1792D~I48 54.00 7-337 NGINE~SPORTPLATFORM,LC-39B
1 IJ~3~7 CL-1792D~260 72.06 LS#1 UELCELUMPSDESERVICING,SLS,CLS,DFRF,WHITESAND
i I1-JO~7 ~ CL-1792D~223 72.63 RM~08 RSD&MPSSAFING VENT, SLF
1 11-12~7 ~ CL-1792D~146 72~78 6-546 ACILITYGHESYSTEM,MLP-2
.I. J-13~7 CL-1792D~194 ~4.00 6-894 CSSLO2/GO2,OPF-l&2
i 11-13~7 CL-1792D~294 ~46.00 7-12J2 RCS MMH SERVICING SYSTEM, HMF
,01-15~8 CL-1792D~262 ~72.09 LS #1 SME PURGE GN2/GHE SYSTEM, DFRF
10J-21~8 CL-1792D~232 flOO...Ol 6-848 ORTABLEREG~ATORPANEL,VABM8MR
i 01-21~8 CL-1792D~30J 45.00 r~7-961 ~SN204SERV..SYSTEM~, ~
i 01-25~8 ~CL-1792D~15J 02.00 7-337 AClLITY GHESYSTEM, LC-39B! 

01-25~8 ~CL-1792D~19 50,00 ~6-894 ACILI~GN2, OPF1. 
01-25~8 CL-1792D~192 51.00 6-894 AClLITY GHE, OPFLoi:25~8 

CL-1792D~295 4ioo M7-12J2 RCSN204 SERViaNGSYS~,HMF! 
02-O3~8 CL-1792D~145 u02.00 ~6-546 AClLITYGHE SYSTEM,MLP-l
02-19~8 CL-1792D~140 01.00 7-337' ACILITY GN2SYSTEM,LC-39B
04~4~8 CL-1792D~190 43,00 ~7-961 ~S OXIDIZER SERVSYS-L,H, HMF(WEST TEST CELL)
04~4~8 CL-1792D~197 57.00 ~6-894 YPERGOL N204 SAFING, OPF-l & 2
10-09~8 CL-1792D~12l 72.14 8-1708 ~U Hydra.Serv.Sys. Star. Fac. Pad-A

i 10~9~8 CL-1792D~122 072.14 7-337 ~U Hydra. Servo Sys. Star. Fac. Pad-B
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KDP-KSC-F-3614
Rev. BASIC

PV/S SAFETY WALKDOWN VISUAL INSPECTION CHECK LIST (extracted from KSCL-1792D-O705)

SYSTEM NAME:
WAC/TPS NO.: PROGRAM MODEL/SERIAL NUMBER:
STATION SET: BASELINE: MEDIA:

1NSPECTION REQUIREMENT Y~/NO REMARKS
Pressure Vessels:

1 Is the MAWP shown on the vessel greater
than or equal to the System Operating
Pressure given on the SMS? (See its idem
tag, plate, or stamping)

2 For uninsulated vessels, are vessel weloo
free of cracks and corrosion?

3. For painted vessels, is there any evidence
of deterioration or flaws?

4. For unpainted and uninsulated vessels, is
there any evidence of deterioration, flaws, or
corrosion?

Components:

1. Is there any evidence of damage to or
leaking from the components?

2. Are all calibrations (transducers, relief
valves, flowmeters, pressure switches and
gages) current?

Tubina and Pipina:

1 Are there any conspicuous cracks, defects,
or flaws in the assemblies or their welds?

2.. Are there any signs of corrosion or leaking?.
3.. For pipe and tube supports:

a.) Are there any conspicuous cracks,
defects, or flaws in the supportsQr
their welds?

b) Are there any signs of corrosion?

Flex Hoses:

1. For flex hoses with operating pressures
above 150 PSIG, are they anchored every
six (6) feet and provided with end
constraints?

2. Is the flex hoses's outer surface free of
corrosion, deterioration, deformation,
flattened areas, or cut braid?

Systems Engineer:
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